
Envirosense PV/Vertex 76 Inspection Procedure 
 

1. Scan QR code on water heater to determine inclusion in Inspection Program. 

2. If ‘Notice’ comes up, follow the link to the Inspection Program homepage. 

3. Perform the inspection as follows: 

a. Turn off all gas and electrical power to the water heater. 

b. Visually inspect the manifold nut for cross-threading. Record the result on the 
audit sheet or online form. 

 
c. Grasp the burner manifold tube just below the gas valve and tug downward on 

the tube.  

d. With a wrench, tighten the manifold nut. 

e. Reinstate gas and electrical power and restart the water heater. 

f. Ensure the water heater is firing and perform a leak test at the manifold nut to 
gas valve connection with a chloride-free liquid solution. 

4. Complete the audit sheet or online form: 

a. Enter the serial number of the unit as it appears on the rating plate. 

b. Input inspection results, adding comments and/or submitting photos if desired. 




